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https://files.nc.gov/ncdeq/Water Quality/Operator_Certification_Files/WW_Files/WW_Downloads/Need_To_Know/Collection Systems NTK-2004%282%29.pdf

ITEM GRADE

LAWS AND REGULATIONS

NCAC Title 154, Chapter 8
NCAC Title 154 2H 0200
NCGS 143B-300

NCGS 904 - 35
1. [-IV  Describe the circumstances which may cause a certified operator's certification to be revoked or
suspended.
2. [-IV  Identify the functions of the Water Pollution Control System Operators Certification
Commission (WPCSOCC).
3. [-IV  Explain the requirement for a certified operator in responsible charge (ORC) for each

wastewater collection system in North Carolina.

4. [-IV  Identify the North Carolina governmental agency which has permitting authority for
wastewater collection systems.

5. [-IV  Describe the current State regulatory procedure with respect to violations of the regulations and
identify penalties which can be imposed for these violations.

6. [-IV  Identify the North Carolina regulation which sets forth the requirements and procedures for
application and i1ssuance of collection system permits.

7. [-IV  Identify the mimimum design requirements for pumping stations and sewer systems and sewer
system extensions as outlined in 15A NCAC 2H .0219.



WHY Laws & Regs?




WHY certify operators?




Qualified vs. Certified




Laws & Regs thatl coveer:

A Classification of Collection Systems
A Certified Operator Responsibilities

A Minimum Design Requirements

A Disciplinary Actions




Operators prote

NCGSA90A35



http://www.ncleg.net/EnactedLegislation/Statutes/PDF/ByChapter/Chapter_90A.pdf
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CFPUA crews stop sewer
overflow

Published: Monday, May 9th 2016, 2:02 pm EDT
Updated: Friday, May 13th 2016, 2:02 pm EDT

By: WECT Staff  CONNECT

00O

WILMINGTON, NC (WECT) - Crews with the Cape Fear Public Utility
Authority responded to and stopped a sanitary sewer overflow at
the intersection of Central Avenue and Washington Street on
Monday.

nd crews determined it

<]

The overflow happened at

i1:29a.m.,
was due to a broken air release valve.
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Crews with the Cape Fear Public

Uitility Authority responded toand ~ Crews shut down a nearby pump station and turned the valve off
to stop the spill at 12:15 p.m. Approximately 1,150 gallons of
untreated wastewater entered Greenfield Lake, according to
officials.

stopped @ sanitary sewer overfiow at
the intersection of Central Avenue
and Washington Street on Monday.

(Source: WECT) Vacuum trucks were used to clean the area.

Copyright 2016 WECT. All rights reserved.










